Sistem Simpanan Pukal GPC dan Talian Paip

LEGEND:
- Installation within tank farm area (MS 830)
- Installation pipe outside tank farm area (MS 930)
- Tank farm area

LPG STORAGE TANK
(250 psig design pressure)

FILLING PIPE
VAPOUR WITHDRAWAL PIPE

GAS METER
ISOLATION VALVE
METER VALVE
1ST STAGE REGULATOR
2ND STAGE REGULATOR
MAIN VALVE
SERVICE VALVE

UNDERGROUND DISTRIBUTION P.E. PIPE

GAS COCK
RUBBER HOSE

FILLING POINT
LPG TANK

60 to 100 psi 5.0 psi 0.5 psi